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AUTHORIZED
COUNTRY

MSA STANDARD SHOP PRACTICES APPLY

4-20 mA SIGNAL QUPUT WIRING:
---UNDER L INE POWER-- -

AC POWER SUPPLY ACCEPTS

TO 240 VAC MAXIMUM.

22 AWG 9000 FEET 250 OHM MAX LOAD.
22 AWG 2500 FEET 500 OHM MAX LOAD.

|10 VAC MINIMUM TO

DC SUPPLY 24V +0/-20%.
SEPARATE AC AND DC WIRING DURING
. ENCLOSURE MATERIAL POLYSTYRENE WITH POLYURETHANE

GASKET.

ALL DIMENSIONS IN INCHES AND [MILLIMETERS].

DO NOT DRILL ANY HOLES
ENCLOSURE.

INTO THE REAR OF THE

REVISIONS

D 11-21-01
INITIAL RELEASE

A.ADDED NOTE 5

B.ADD "RS 485 OUTPUT
CONNECTOR

WJIE WLB

|-17-02
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00 WAS 6.466
|0 WAS 9.376
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I
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|-28-02
INITIAL RELEASE
REVISED CAL. BOX CONN.
REVISED REIGN. RET. CONN.
WJE WLB

FEB 02 2002

6-4-02
REVISED NOTE 3, REMOVED
"NEMA 4X (I1P66)"
ECO-500000148906
WJE WLB

JUN 04 2007

L

INSTALLATION.

MINE SAFETY APPLIANCES CO.
PITTSBURGH, PA 15230, USA
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CRITICAL A\
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100 % INSPECTION A\

ANGULAR

TOLERANCES UNLESS
OTHERWISE SPECIFIED

FRACTIONAL
2 PL DEC.
3 PL DEC.

SEE MSA STANDARD SHOP
PRACTICES FOR DRILLED
HOLE TOLERANCES
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